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REVISION INDEX 
Revision No. Revision Date Approved By + Date Sections Revised Description of Changes 

0 2010-04-06  - First issue 

1 2012-04-11  All Significant technical changes include: 
 Requirements for combustible furnishings and 

contents added. 
 NFPA 130 requirements for wires and cables 

restricted to enclosed stations.  
 Clarification of compartmentation requirements.   
 Clarification that a 2-stage FAS is required. 
 Standpipe and hose system requirements 

clarified. 
 Lighting requirements applicable to exterior 

portions of the means of egress added. 
 Clarification that means of egress are permitted 

to provide more than one-half of required egress 
capacity. 

 Minimum platform width deleted. 
 Fare barrier requirements added.  
 Duplication of NFPA 130 requirements 

eliminated, required width for platform end gates 
modified. 

 Left margin keywords added. 

2 2015-12-08 Issued to TransLink All Significant technical changes include: 
 Annex A material is included below each related 

requirement for convenience. 
 Intent and fire scenarios sections added to 

Section 1.2. 
 Expanded Annex A material attached to 

‘applicable building code’ and use of the term 
throughout the document. 

 ‘Open/enclosed’ terminology replaced by 
‘aboveground/underground’. 

 Elaboration on spatial separation and exposure 
protection requirements. 

 In stations: 
‒ Revisions to requirements for interior finish and 

compartmentation. 
‒ Clarification of requirements for fire alarm & 

detection and related systems. 
‒ Clarification of intent for fire suppression. 
‒ Change to calculation of required platform 

clearance time. 
‒ New ‘guard’ section added. 
‒ Change to requirement for egress doors in 

proximity to security grilles. 
‒ Revisions to tactile warning system 

requirements. 

R3 2019-06-14 
2019-09-20 

 

INTERIM 
FINAL  

All Revisions to R2 are indicated by lines in the right 
margin; double lines indicate revisions since the 
2019-06-14 interim issue.  
Significant technical changes include: 
 ‘Emergency telephone’ and ‘emergency 

equipment cabinet’ terminology 
 Egress requirements added for ‘normally 

unoccupied service areas’. 
 Information relative to status of station as fully 

sprinklered building. 
 Requirements added for CRUs with cooking 

facilities. 
 Requirements for wires and cables revised to 

refer to locally applicable codes. 
 Clarification of intent relative to ULC S561 

supervision. 
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Revision No. Revision Date Approved By + Date Sections Revised Description of Changes 

 Clarification of requirements for clean agent 
system verification. 

 Requirements for annunciation of domestically 
supplied sprinkler systems.  

 Clarification of station egress calculations and 
requirements. 

 Clarification of spatial separation and exposure 
protection requirements for buildings adjacent to 
the guideway.  

 Consolidation of TL BCC and NFPA 130 
guideway egress requirements. 

 Revision to requirements relative to spacing of 
exits in underground guideways. 

R4 2019-09-30 
 

Issued to TransLink 
as FINAL. 

All Revised to update NFPA 130 references to the 2020 
edition, effective as of August 25, 2019.  

R4 2019-12-06 Re-issued to 
TransLink as FINAL 

All Cross-passage requirements revised for consistency 
with Canada Line design. 
Revisions to R3-FINAL are indicated by triple lines in 
the right margin.  
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Underground (36) Underground means located beneath the surface of the earth or water. 
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  PART 3 – GUIDEWAYS 

 
3.1  GENERAL 

 3.1.1  Application 

NFPA 130 
applicability 

(1)  Except as provided in this Part, the requirements in NFPA 130, Chapters 6 
and 7 shall apply to guideways. 

Applicability of 
this Part 

(2)  The requirements of this Part apply only to guideways. 

 3.1.2  Use and Occupancy 

Primary use is 
for transit 
vehicles 

(1)  The primary use of a guideway shall be for the movement of transit vehicles 
between stations. 

Occupancy by 
employees 

(2)  A guideway may also be occupied by employees and emergency personnel 
whose work assignments require their presence within the guideway. 

Restricted use 
by passengers 

(3)  It is intended that passengers will enter the guideway only in the event that it 
becomes necessary to evacuate a disabled train, preferably under the 
guidance and control of authorized and trained rapid transit system or 
emergency response agency personnel. 

Warning signs (4)  At entrances to the guideway, on fences and barriers adjacent to the 
guideway, and at other locations where non-authorized persons might 
trespass, warning signs shall be posted that clearly state the potential hazards. 
  

 
3.2 CONSTRUCTION REQUIREMENTS 

 3.2.1  Structural Fire Protection, Materials and Interior Finish  

Fire protection 
through 
construction 

(1)  The structural fire protection, fire characteristics of materials and interior finish 
for guideways shall be in accordance with the requirements of NFPA 130, 
Chapter 6 except as described herein. 

 3.2.2  Wires and Cables 

Reference to 
building code 

(1) Except as required in Sentence (2), wires and cables in guideways shall 
comply with the requirements in Subsection 3.1.5 of the building code for 
regulating the flammability characteristics of wires and cables. 

Requirements 
for enclosed 
guideways 

(2) For underground guideways, where an FT4 rating is stipulated in accordance 
with Sentence (1), those requirements shall be modified to require an FT4-ST1 
rating in accordance with CSA C22.2 No. 2556, “Test Methods for Electrical 
Wires and Cables.” 
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ANNEX A – EXPLANATORY INFORMATION 

 

As explained in A-1.1.2(1), Annex A explanatory information is included throughout the document as 
shaded text underneath the relevant requirements. This portion of the Annex A material is provided 

separately to present diagrammatic explanatory information associated with Sentence A-2.2.3(2) and 
Article A-3.2.4.1. 

 
Figure 1 - Spatial Separation and Exposure Protection Requirements for Aboveground Stations 

EXECUTION COPY



ANNEX A – EXPLANATORY INFORMATION 

 

 
Figure 2 - Spatial Separation and Exposure Protection Requirements for Aboveground Guideways 
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